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Reduced pressure

backflow preventer

Use type ’K’ copper and fittings

if distance between point of 

connection and backflow prevention

unit is less than 20 feet.

Reduce as required.

Copper pipe and fitings (typ.)

PVC Sleeve (typ.)

Support
12"

Finish grade

PVC To remote 

control valves

1 1/2 "

Filter

4"

6" x 6" W 1.4 x W 1.4 WWF

C x C Union

4"

4"

Concrete slab
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